Table 1. Designed Standard Project Flood (SPF) conditions for structures S-96B and S-96C.

- S-96B S-96C
SPF DISCHARGE, CFS 1,000 1,500
HEADWATER, FT. NGVD 25.1 25.2

TAILWATER, FT. NGVD 247 246






